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GENERAL NOTES

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.
2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.
3. REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
ON ALL LIGHTING FIXTURES.
4. SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.

O SHEET KEYNOTES

1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

3 REWIRE NEW LIGHT FIXTURES TO (E) NORMAL LIGHTING CIRCUIT AND RELAY PROVIDED IN
PHASE 1.

4 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR

WIRING AND CONNECTIONS.

S TERMINATE CIRCUIT SHOWN IN CEILING MOUNTED JUNCTION BOX FOR FUTURE CONNECTIONS. LABEL

PULLBOX.

A1

®

ANESTHESIA
3B-127
EXIST STAIR
STAIR3 | Al
LV
(E)
N

3

PHASE 4B - 3RD FLOOR LIGHTING NEW WORK PLAN

174" = 10"

1A &4
% /// L
Z%7
1B 4
[ X] [X
o
—
PLAN %
NORTH % PROJECT LIMITS / PHASE
KEY PLAN
ACTUAL
NORTH N.T.S.

100% CONSTRUCTION DOCUMENTS
FULLY SPRINKLERED

CONSULTANTS:

MILLER-REMICK LLC

PROFESSIONAL ENGINEER

ARCHITECT / ENGINEERS:

Drawing Title

ELECTRICAL

PHASE 4 - LIGHTING NEW WORK PLAN

Project Title

RENOVATE SURGICAL

Project Number

581-13-101

Office of

O

[Tl

\\ \\\\“"”ll[,lll PF&A DESIGN SERVICE & UPGRADE Building Number Construction
é Miller-Remick LLC sy s, i | AREA A OPERATING ROOMS S and Facilities
M.E.P..& S_tructural Engineering 101 West Main Street, Suite 7000
A Service Disabled Veteran Owned NorfollstA B0 Approved: Medical Center Director Locaton HUNTINGTON, WV Drawing Number M an age ment
Phone: 757-471-0537
CHERRY HILL, NEW JERSEY 08034 Fax 7574714205 P4-EL1.01
E;‘)(Z"(‘gé gfgg‘_‘g&;ooo www.pfa-architect.com Date Checked Drawn C@ Bepartment of
01-15-2016 MC MR i
NO. DESCRIPTION DATE Veterans Affairs
VA FORM 08-6231
1 2 3 4 5 6 8 9 |



= one foot

three inches

one foot

one and one half inches

one foot

one inch = one foot

three quarters inch = one foot

one half inch

three eighths inch = one foot

one quarter inch = one foot

\
)« \
\
o\
\

one eighth inch = one foot

\ N

perating Rooms\ 2

~
(2

curre

~

1

A

Service and |

\ AN/
on WV
O WV

)]

NN L

1-0499-002"

J

J

0499

al\P4-EL1.0

nt Submittal Phase\7_Electri

Cad\

Drawings\ 1

Renovate Surgical

Huntingt

\ A\
\ /AN
J\/ A\
J N \
\

N

o

~J

«w

SN SN SN
(10 ) (11 12
— — ~ GENERAL NOTES
| | | 1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.
2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.
PG IO EEGE B BEaE B BEGE BEaE BEaE BEaa BEa BEaE BEGE BEaE DEaE DEaE DEa BEn BEaE BEaE BEaE BEa Bhna Bhaa BEa BEaE BEaE BEaE Dhna DEnE BEna B BEaE BhaE BENE ) BEaE DEaa DEaa BEa BEaE BEaE BEaE BEaE Dhna Bhaa BEna BEaa BEn BEna BEma Bema e 3. REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
— —_— : N P — ; y G ON ALL LIGHTING FIXTURES.
\ 0 | _ — — 1 ] O m
$ § | $ W LV9 4. SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.
Al MO (E) LV35 LV36 K
A1 A1 : H E—
| WALL CONTROL » y O SHEET KEYNOTES
- IMPLAN | | 1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.
LPC-3A-1 LPC-3A-1 =
STORAGE .l | Al - 2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.
A1 3B-133 | A1 ] — NL =5
A6 _a rkl A2 c¢ k3 A2 b rk2 rk4 rk4 3 REWIRE NEW LIGHT FIXTURES TO (E) NORMAL LIGHTING CIRCUIT AND RELAY PROVIDED IN
A2 A2 I N PHASE 1.
LPC-3A-1 LPC-3A-1 b @ 4 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
— i _ _ _ I | L i o o o o o o N WIRING AND CONNECTIONS.
9 rk2 rk1 | B LPS-3A-1
N : N o N — B K Al Al & VAT 5 ;EIEII_\/SB;\(TE CIRCUIT SHOWN IN CEILING MOUNTED JUNCTION BOX FOR FUTURE CONNECTIONS. LABEL
[ [ !
A1 A1 c
I i < STALNLESS STEE |
| =
| . CTUNIT. Al I ALTERNATE NOTE
el 7 rk4 rk4
H— I — o o A 4B-1388 1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
I ~ CLEAN CORE I L ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
| I EQUIPMENT b L ‘ r2 DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.
I STORAGE | | 3B-138 |
A1 N R .
X __ LPS-3A-1 B-134 rk2 —
T = . e e e |
| Al | b ¢ LPS-3A1 |
: e, i — K - :
i | A1 I
I k5 ! rk4 rk4 L
| | r2 ¢ \ o
I | $Lv35 [K ,
L ] \
i;Lv36 CORRID
Ad Ad Ad Ad C3-10
AT L | A4 A4 A4 Lvas | | N —
A | | i
B — By rit rit rk4 rk4 . I
\
r1 Ad Ad rk4 rk4 rk4 LV?*_
Q" CLEAN CORE | ~—]
— ‘ = LPS-3A-1 i
LPS-3A-1 rk4 rk4 3B-138 ‘ l=—MICRO L LCKk @‘ ] | |
e B
I B B B N S N, [ e O Y N M o o
l | da CONTROL
3 ) q . X/~ LPS-3A-1 |
LEAN V2 3B-159 LVv2 ‘ L
NL A1 o . S S .
E) } DUMBWAITER rka rka rka | ( : > 1 \ — —
1 LPS-3A-1 LOW VOLTAGE 3B-138A | | !
I 3B-132 f I I
I r1
C JJ A1
X LPS-3A-1
| I | Al @ | | I
@ « A1 1 A1 A1 A1 A1 “ I
\ R CORRIDOR Al 10 = I ®
| l | r C3-8 NL R ANESTHESIA
LPS-3A-1 LPS-3A-1 1 r LPS-3A-1 r T& I
I MICRO PANEL LCI{2)y——= I I
| I — ; t‘ - | — '\t | = i LPS-3A-1 Ay I
I - LV39 ot MO MO
GAS BOTTLE A1 \LPN-3B-13 a1 APN3E1a ] EXIST STAIR I o
I LP v STORAGE _ STAIR 3 | I
| | rl4 3B-164 || A
’ r1 s A1 I i I ! ®
D - - - - - - - - - - - il - T - —SOILED — SURGERY HAC 1\ T —
NL ||z Lvz ! \ [ |m
o I 3B-161 3B-160 - —
| I | LPC-3A-1 | 1 - 1 I <
! A1 LPN-3B-13 A1 LPN-3B-13 I LV1 :
I A1 X ®LPS-3A-1 E)
- = I .
| R INFECTIOUS - ) | z
| | N FLUID MGT L - a
I s 3B-169 A1 ¢
I ' - ' r s 8 - / Mk
\ \ I - I MO \ A1 LPN-3B-13
SHELL \ \ OILED T
\ A1 -
: 3B-167 N DUMBWAITER | G
LPN-3B-13 LPN43B-13 %1 6 LV38 - — — — — — —
N | | LPS-3A-5 l
[ s " 3 PHASE 4B - 3RD FLOOR LIGHTING NEW WORK PLAN
‘ I ‘ | O i s rs S 1/4n — 1|_0u
I LPS-3A-1 : © : A1 \
\ I \ A1 S rl8 \ S ri8 r3
| —o —o—— 1A &4 2
A
I 7/ =
1 s o SHELL /// 3
' © ! 1 s ri8 Cas ‘ /
I [ O | A1 1B () /%
c R | B L A S | B I
3 R CONTINUATION [l
I SI‘EE DWG. P4-EL1.02
PLAN
1 \ I \ NORTH / PROJECT LIMITS / PHASE
| | | '
KEY PLAN
PHASE 4A - 3RD FLOOR LIGHTING NEW WORK PLAN - AREA A i
1 NORTH N.T.S.
174" = 10"
1)
100% CONSTRUCTION DOCUMENTS
Drawing Title Project Title Project Number
. MILLER-REMICK LLC .
CONSU LTANTS PROFESSIONAL ENGINEER ARCHITECT / ENGINEERS ELECTRICAL RENOVATE SURGICAL 581-13-101 Ofﬂce Of
. . arcHITECTURE, PLANNING, INTERIORS || AREA A - ALTERNATE 2 rgn
2 e Remick LLC OPERATING RODMS 1S and Facilies
EP. & St i , Sui
Gosrvce Disabled Veteran Owned Norfolk, VA 23510 Approved: Medical Center Director Location HUNTINGTON, WV Drawing Number Man ag ement
Phone: 757-471-0537
CHERRY HILL NEW JERSEY 08034 Fax. 7574714205 P4-EL1.01
E,i'gh('ggé?ffgfﬁ%ﬁooo www.pfa-architect.com Date Checked Drawn ALT 2 Iepartment of
01-15-2016 MC <E> :
NO. DESCRIPTION DATE Veterans Affairs

VA FORM 08-6231

J

)



one foot

three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch

three eighths inch = one foot

one quarter inch = one foot

\
)« \
\
o\
\

one eighth inch = one foot

\ N

perating Rooms\ 2

N

al\P4—EL1.0

~
(2

curre

~

1

A

Service and |

\ AN/
on WV
O WV

)]

NN L

1-0499-002"

J

J

0499

dwg

nt Submittal Phase\7_Electri

Cad\

Drawings\ 1

Renovate Surgical

untingt

\ A\
\ /AN
J\/ A\
J N \
\

o

~J

«w

GENERAL NOTES

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.
2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW U.O.N.
3. REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
ON ALL LIGHTING FIXTURES.
4. SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.

O SHEET KEYNOTES

1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

3 RECONNECT RELOCATED LIGHT FIXTURE TO EXISTING LIGHTING CONTROL AND BRANCH
CIRCUIT.
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GENERAL NOTES

SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW U.O.N.

REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
ON ALL LIGHTING FIXTURES.

SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.

O SHEET KEYNOTES

1

SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.
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GENERAL NOTES

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.
2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.
3. ALL TELE/DATA DEVICES SHALL BE PULLED BACK TO (E)DATA RACK IN MECHANICAL ROOM.

SEE DWG. P1-EY1.01 FOR LOCATION OF (E)DATA RACK.

4. REFER TO DETAILS ON DRAWING E5.02 FOR FURTHER INFORMATION ON MOTORIZED AND CARD
ACCESS DOOR REQUIREMENTS.

5. IN ADDITION TO ALL RELOCATED WIRELESS ACCESS POINTS (WAPs) SHOWN ON THIS PLAN,
ELECTRICAL CONTRACTOR SHALL PROVIDE ADDITIONAL WAPs, AS REQUIRED, TO PROVDE

) 100% DATA COVERAGE IN THE SCOPE OF WORK. SEE GENERAL ELECTRICAL NOTES 55 AND 56

© ON DRAWING E0.02 FOR FURTHER INFORMATION ON COVERAGE REQUIREMENTS.
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1 PROVIDE (2) 1"C WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR NORMAL AND CRITICAL
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